
            

 

 

  

    

   
    

        
    

      
   

     

 

 

 

    

                       

 

Figure  1:  Fire  Department  Access  Via  Property 
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"Unobstructed path of travel" 
means a min. 1.0 m x 2.1 m clear 
height with permitted obstruction 
such as hydro, gas meters and other 
similar localized protrusion only, 
into the path of travel width 

1.0 m

Existing House 

Property Line 

Fire Truck 

*Distance (a) ≤ 45 m

M A I N S T R E E T 

Fire Hydrant 

Legend: 

           

            

*Distance (a) measured from Fire Hydrant to Fire Truck (≤ 45 m)

**Distance (b) measured from Fire Truck to Garden Suite Entrance (≤ 45 m) 
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